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New or Exist.
Pipe

# 4 ot 12"
— 1,

560-C—3250 Concrete

##4 at 12"

NOTES:

0.10ft. per foot.
For pipe size not listed use next size larger.

pipes where angle A is less than 10°

cement pipe.
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3- # 4 Circular Ties

. A concrete collar is required where the change in grode exceeds

. Where reinforcing is required the diameter of the cwculor ties
shall be the pipe diameter + (2 x wall thickness) + 8

2

3. Omit reinforcing on pipes 24" and Iess in diometer and on all

4

5. Pipe may be concrete pipe, reinforced concrete pipe, or asbestos
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